A receptacle shall be installed for each 4ft of counter space, with no point along the wall line is more than 2 ft from a receptacle. NEC 210-52(c)(1)

50% of permanently installed lighting MUST be high efficacy, typically fluorescent; this can included down lights, pendants, wall sconces, etc.

At least one receptacle outlet shall be installed at each island counter space. NEC 210-52(c)(2)

Provide a minimum of 2 separate 20 amp circuits to kitchen. NEC 210-52(b)(1)

ALL Outlets serving a countertop shall be GFCI NEC 210-8J(c)(6)